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 Abstract - Extensive use of digital systems and networks is 

causing the problem of the cyber security to safety related industries 

like research reactors. The aim of cyber security study, in this article, 

is to develop a cyber-security risk analysis model based on activity-

quality & Instrumentation & Control (I&C) architecture for the safety 

of nuclear industry.  Activity-quality is a qualitative number showing 

the extent to which systems or plant personnel are following the 

regulatory guidelines, for instance very well, well, good bad etc. 

Architecture assessment is performed in terms of vulnerability and 

mitigation measures against the cyber-attack. The activity-quality 

analysis model and the architecture analysis model are integrated in 

the cyber security risk model using Bayesian Network (BN). This 

model can helps us to identify key elements based on their final cyber 

security risk .  

 Index Terms – Cyber Security, Activity-Quality, Architecture, 

Digital Systems and Networks, Bayesian Network 

1.  Introduction 

Recently, cyber security has been highlighted as one of the 

issues due to the extensive use of digital systems and networks 

in industrial control systems [1]. Research on cyber security of 

commercial power plants has also been actively promoted, on 

contrary to that research reactor still needs to do a lot. The 

Industrial Control Systems Cyber Emergency Response Team 

(ICS-SCRT) of the Department of Homeland Security (DHS) 

in America announced that the weak point of control system is 

increasing rapidly since 2010 year. Actually, the nuclear 

facility in Iran was attacked the cyber-attack to nuclear 

facilities like “stuxnet” [2]. The cyber security means 

preventing and mitigating the cyber terror probability ahead of 

time, and responding appropriately when the event of cyber-

attack is happen. 

However, research on cyber security is at its early stage in 

nuclear industry. The Korea Institute of Nuclear Safety (KINS) 

as a regulatory agency declares the R.G 8.22 for applying 

cyber security regulation in Korea in 2011. In Korean nuclear 

power industry, ShinUljin unit 1&2 and ShinGori unit 3&4 are 

demonstrating the cyber security for the first time. The 

National Security Research Institute and the Korea Atomic 

Energy Research Institute are developing the nuclear power 

plant cyber security evaluation system.  

We study cyber security risk analysis model for 

instrumentation and control (I&C) systems of reactor 

protection system (RPS) for research reactor using BN. 

Analysis models are constructed for 1) cyber security activity-

quality by evaluating whether the regulatory guide is followed 

sufficiently and 2) I&C architecture to evaluate the structural 

vulnerability to cyber-attacks. 3) These two models are 

integrated as one model using BN [3]. Then, using a new 

measure called Cyber Security Risk, 4) we can analyze both 

the activity-quality and the architecture in terms of cyber 

security.  

2.  Methods and Result  

A. Basic Concept 

 1) Bayesian Networks: BN is directed acyclic graph 

(DAG) of arc to represent the dependencies between nodes 

and variables using Bayes’ theorem. The Bayes’ theorem is 

following as (1) 

 
   

P(x)

CxPCP
xCP 

                                                  (1) 

Where,  xP  is the probability distribution of the variable x at 

the entire population,  CP  is the prior probability that the some 

sample belongs to class,  CxP is the conditional probability of 

obtaining the value of the variable x, and  xCP  is the 

posterior probability that the value of the variable x  belongs to 

class at given situation. When the learned new information on 

the conditional probability, it can achieve the improvement of 

the probability by calculating the relationship between the 

posterior and prior probability. Fig. 1 shows this mechanism 

schematically.  

 

 

Fig. 1. The schematic cause-and-effect relationship of Bayes’ theorem 

BN is composed of node, arc and node probability table 

(NPT). The node means a variable. The arc means the cause-

and-effect relationship. NPT means the probability table that 

summarizes the occur probability between the causal 

relationship nodes. Because NPT value is used as observable 

quantities, latent variables, unknown parameters, or 

hypotheses, it is useful for changing from the qualitative 

problems to quantitative ones. In this study, in order to 

evaluate the qualitative value, the evaluation degree of each 

node is divided by 5 levels such as very low, low, normal, 

good, and very good. And when each node is evaluated, the 
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weight value can be input to each node according to its 

qualitative data. 

TABLE I    Example of the activity-quality checklist 

classification Evaluation item 

Definition 
How critical digital assets (CDAs) that are within the scope 

of the rule (RG. 5.71) are identified? 

Defense 

-in- 

Depth 

Are CDAs associated with safety allocated to Level 4 and 

protected from all lower levels? 

Are the data flows allowed only one-way from Level 4 to 

Level 3 and from Level 3 to Level 2? 

Do the data only flow from one level to other levels through a 

device or devices that enforce security policy between each 

level? 

System 

Protection 

Does the licensee protect systems and networks from cyber-

attacks about adversely impact to data or software? 

Does the licensee protect systems and networks from cyber-

attacks about deny access to or adversely impact to system, 

services, or data? 

Does the licensee protect systems and networks from cyber-

attacks about adversely impact to system, network, and 

associated equipment? 

Operation 

Are all nuclear power plant employees subject to background 

and criminal history checks before they are granted access to 

the plant? 

Must new nuclear plant employees or contractor employees 

pass several tests and background checks before they are 

allowed unescorted access to protected areas? 

How does the licensee maintain its cyber security program? 

 

 2) Activity-Quality: The term of activity-quality means 

how people and/or organization comply with the cyber security 

regulatory guide such as RG.5.71, RG.1.152, 10 CFR Part 

73.54 and KINS/RG_08.22 [4][5][6]. That is, the good quality 

of the activity means that the cyber security activity is 

performed well according to the detailed description of 

regulatory guide.  

 3) Architecture: In this paper, the architecture of the 

nuclear RPS is analysed because it is a critical system with 

respect to risk and safety of nuclear reactor.  

B. Cyber Security Risk Model 

1) Cyber Security Activity-Quality Analysis Model 

 Cyber security activity-quality is modeled by making the 

checklist of whether or not the cyber security regulatory guide 

is carried out well. Therefore, the analysis model is created by 

making activity-quality checklists based on RG-5.71 [6], 

additionally adding the KINS/RG-N08.22, and using cyber 

lifecycle. 

 

 

Fig. 2. Schematic diagram of the cyber security activity-quality analytical 

model using the BN 

The cyber security lifecycle means the whole cycle of 

cyber security during cyber security activity. By reflecting the 

quality checklist activities of the cyber life cycle, it is possible 

to systematically analyze the quality of activity. It enables to 

analyze systematically by applying the activity-quality 

checklists to the lifecycle. Checklist is derived by analyzing 

the regulatory guide, and then picked out total of 34 items 

except the duplicate items such as Table 1. These checklists 

are matched with lifecycle and analyzed the correlation of 

related item each other and arranged the relationships Fig. 2. 

The each checklist has to reflect the cyber security risks, 

and the final analysis has to comply with the cyber life cycle. 

These are evaluated and evaluation of each life cycle is 

comprehensive. Each checklist has to reflect the cyber security 

lifecycle by analysis and evaluation. And then, each lifecycle 

reflects the final cyber security risk. 

 2) Cyber Security Architecture Analysis Model 

 The cyber security architecture analysis model is 

constructed for the research reactor RPS architecture due it is 

closely relative to the reactor safety by evaluation of structural 

vulnerability for cyber-attack. 

 After the evaluation of cyber security risk of RPS I&C 

system for nuclear power plant is construed [7], for reflecting 

the architectural risk of cyber-attack for RPS I&C system, 

Architectural risk for RPS I&C system of research reactor is 

analysed. After confirming the structure of the RPS, the 

architecture analysis model is composed with vulnerability and 

mitigation measure parts for reflection of extent about 

vulnerability of architecture and mitigation about penetration. 

The list of vulnerability are 1) DoS attacks and malware 

execution on systems network during maintenance works, 2) 

shut-down of system by malware infected during maintenance 

works, 3) data modification by malware infected by 

maintenance works, 4) seizure of system authority due to 

vulnerabilities residing in the OS, 5) Dos attacks and malware 

execution on other systems by vulnerabilities residing in the 

system, 6) eavesdropping, data forgery, and attacks by 

malware and 7) data modification by suing known 

vulnerabilities of standard communication protocols. And the 

list of mitigation measures are 1) establishment of managing 

infection detection systems for PC, USB, and external storage 

media used for PLC maintenance works, 2) establishment of 

device authentication policies, 3) monitoring of running 

services, 4) network monitoring, 5) firewalls / Instruction 

detection system (IPS) / instruction prevention system (IDS), 

6) data encryption and 7) Vulnerability patches. Evaluations 
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for these architecture vulnerability and mitigation measure 

influence on final cyber security risk. 

 

 

Fig. 3. The cyber security integration model composed with activity-quality 

and architecture analysis model 

 3) Integrated Cyber Security Risk Model 

By integrating, based on BN [8], the activity-quality 

analysis model and the architecture analysis model, a measure 

“Cyber Security Risk” has been created. With the integrated 

model, the comprehensive analysis of cyber security risk can 

be performed. The integrated cyber security risk model for 

RPS of a research reactor is depicted in Fig. 3. By using this 

model, we can analyse the interaction among the checklists 

and find out the critical element in the event of a threat. In 

addition, this model is expected to be used to develop the 

simulated penetration test scenarios according to situation. 

C. Analysis Results Using the Model 

 We have analyzed the cyber security risk using the 

integrated model that includes the activity-quality analysis 

model and the architecture analysis model. Firstly, we have 

analyzed the impact of each activity-quality on the overall 

cyber security risk. The analysis results have been compared 

with the intuitive judgments to be found out that they are 

conformed. Fig. 4 shows two examples of the analysis results. 

Although some checklists were evaluated very low from this 

analysis, these lists proved to be not important to the final 

cyber security risk because other checklists reduce the 

influence by affecting each other. These lists with the little 

influence can be properly dealt with to reduce the engineering 

cost of complying with the required regulatory guidelines. For 

example, all the regulatory guide items are not necessarily 

applied to research reactors because they are less risk sensitive 

than commercial nuclear power plants. 

 

 

Fig. 4. The influence analysis of overall cyber security risk for each activity-

quality 

 

 

Fig. 5. The influence analysis of architecture vulnerability on the overall 

cyber security risk of RPS of research reactor  

 

Fig. 6. The analysis for deduction of priority checklist when cyber-attack is 

occur 

Secondly, an analysis of the effect of the architecture 

vulnerability on the cyber security risk is carried out by 

changing the extent of the vulnerability for the situation in 

which a cyber-attack to the architecture occurs. Fig. 5 shows 

an example of the analysis results. The integrated model can 

be utilized to create a simulated penetration test scenario. This 

is because the cyber-attack success probability changes 

according to the each vulnerability.  

Lastly, by giving 100% final risk to the corresponding node 

assuming the occurrence of cyber-attack, we have analyzed the 

difference of the effect of each checklist on the final risk. This 

is performed owing to the reverse BN calculation shown in Fig. 

6. From the analysis results, it is revealed that the check 

elements with high priority can be obtained by confirming 

which node is affected most severely by the highest risk node 

with the reverse BN calculation.  

3.   Conclusion 

Analysis of the key elements of cyber security was possible 

through the activity-quality and architecture analysis model of 

cyber security. 1) It is possible to analyze the extent of the 

effect of each checklist on final risk by evaluating input score 

for each checklist node. In this way, 2) we can identify an 

important checklist. Further, if the cyber-attack occurs, 3) it is 

possible to provide evidence that is able to determine the key 

element corresponding to each situation via a reverse 

calculation of BN. Finally, 4) utilization of the integrated 

model is possible to create a simulated penetration test 

scenario according to each situation. 

In the future research, the values of the NPT that represent 

the correlation between the lists will be improved by expert 

opinions. Using this model, further analysis for cyber security 

risk will be performed for more cases.  
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